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Type Test Certificate

type test certificate of complete type test
apparatus bar primary current transformer
designation Type A

rated voltage 0,72 kV; rated normal current 100 A; rated frequency 50 Hz

manufacturer Reza Trans Werke (RTW) - Tehran (IRAN)
tested for Reza Trans Werke (RTW) - Tehran (IRAN)
dates of tests from May 5 to 8, 2003

tested by CESI S.p.A. - Milano - ITALY

the apparatus, constructed in accordance with the description, drawings and photographs incorporated in the reference documents,
identified in this certificate, has been subjected to the series of proving tests in accordance with

IEC 60044-1 (1996) clauses 7.1 and 7.2

this Type Test Certificate has been issued by CESI following exclusively the STL Guides.

the results are shown in the record of Proving Tests and the oscillograms attached in the Test Reports. The values obtained and the
general performance are considered to comply with the above Standard and to justify the ratings assigned by the Manufacturer as
listed on page no. 2.

the Certificate applies only to the apparatus tested. The responsibility for conformity of any apparatus having the same designations
with that tested rests with the Manufacturer.

only integral reproduction of this Certificate, or reproductions of this page accompanied by any page on which are stated the endorsed
ratings of the apparatus tested, are permitted without written permission from CESI.

no. of pages 3
issue date May 20, 2003
prepared PeC - V. Mantegazza
verified PeC - F. Pizzi ﬁ
d
approved PeC - V. Scarioni
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4 Record of proving tests

The table below lists all the tests performed and the references to the relevant Test Reports containing the
test results.

no. standard and clause description of tests ref.doc.
IEC 60044-1 clause 11.4 Tests for accuracy MP-A3/015629
IEC 60044-1 clause 11.6 Tests for instrument security current MP-A3/015629
IEC 60044-1 clause 7.1 Short-time current tests MP-A3/015629
IEC 60044-1 clause 7.2 Temperature-rise test MP-A3/015629

5 Identification of the sample

The Manufacturer guarantees that the tested object is manufactured according to the submitted drawings.
CESI checked that these drawings adequately represent in shape and dimensions the essential details and
the parts of the tested object.

These drawings identified by CESI and numbered A3/015868 no.1 to 2 have been returned to the Client.

Ultima pagina
Last page




	تاییدیه توانیر (LV)
	20160410_130827

	تاییدیه CESI

